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SPECIFICATION CHANGE AND CLARIFICATIONS

ADDENDUM #1
FEBRUARY 19, 2010

YOUR REFERENCE IS DIRECTED TO T-NUMBER 92084, SOLICITATION NUMBER
2238331 FOR GENERATORS, STATIONARY AND TOWABLE WHICH IS SCHEDULED
TO OPEN AT 10:00 A.M. ON FEBRUARY 25, 2010.

THE FOLLOWING CHANGES ARE MADE TO THE REFERENCED SOLICITATION:

LINE 1, DELETE: "WITH AUTOMATIC TRANSFER SWITCH", "TRANSFER SWITCH
SHOULD BE RATED AT NO LESS THAN 100 AMPS CONTINUOUS, AT
1-PHASE, 3 WIRE, 120/240 VOLTS." AND "STATE ATS MODEL
NUMBER:_____".

FOR AUTOMATIC TRANSFER SWITCH FOR LINE 1 REFER TO LINE 142 ADDED PER
THIS ADDENDUM.

LINE 6, DELETE: "WITH AUTOMATIC TRANSFER SWITCH", "TRANSFER SWITCH
SHOULD BE RATED AT NO LESS THAN 100 AMPS CONTINUOUS, AT
3-PHASE, 4 WIRE, 120/240 VOLTS." AND "STATE ATS MODEL
NUMBER:_____".

FOR AUTOMATIC TRANSFER SWITCH FOR LINE 6 REFER TO LINE 143 ADDED PER
THIS ADDENDUM.

LINE 11, DELETE: "WITH AUTOMATIC TRANSFER SWITCH", "TRANSFER SWITCH
SHOULD BE RATED AT NO LESS THAN 200 AMPS CONTINUOUS, AT
1-PHASE, 3 WIRE, 120/240 VOLTS." AND "STATE ATS MODEL
NUMBER:_____".
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FOR AUTOMATIC TRANSFER SWITCH FOR LINE 11 REFER TO LINE 144 ADDED PER
THIS ADDENDUM.

LINE 16, DELETE: "WITH AUTOMATIC TRANSFER SWITCH", "TRANSFER SWITCH
SHOULD BE RATED AT NO LESS THAN 200 AMPS CONTINUOUS, AT
3-PHASE, 4 WIRE, 120/240 VOLTS." AND "STATE ATS MODEL
NUMBER:_____".

FOR AUTOMATIC TRANSFER SWITCH FOR LINE 16 REFER TO LINE 145 ADDED PER
THIS ADDENDUM.

LINE 21, DELETE: "WITH AUTOMATIC TRANSFER SWITCH", "TRANSFER SWITCH
SHOULD BE RATED AT NO LESS THAN 200 AMPS CONTINUOUS, AT
1-PHASE, 3 WIRE, 120/240 VOLTS." AND "STATE ATS MODEL
NUMBER:_____".

FOR AUTOMATIC TRANSFER SWITCH FOR LINE 21 REFER TO LINE 146 ADDED PER
THIS ADDENDUM.

LINE 26, DELETE: "WITH AUTOMATIC TRANSFER SWITCH", "TRANSFER SWITCH
SHOULD BE RATED AT NO LESS THAN 200 AMPS CONTINUOUS, AT
3-PHASE, 4 WIRE, 120/240 VOLTS." AND "STATE ATS MODEL
NUMBER:_____".

FOR AUTOMATIC TRANSFER SWITCH FOR LINE 26 REFER TO LINE 147 ADDED PER
THIS ADDENDUM.

LINE 31, DELETE: "WITH AUTOMATIC TRANSFER SWITCH", "TRANSFER SWITCH
SHOULD BE RATED AT NO LESS THAN 200 AMPS CONTINUOUS, AT
1-PHASE, 3 WIRE, 120/240 VOLTS." AND "STATE ATS MODEL
NUMBER:_____".

FOR AUTOMATIC TRANSFER SWITCH FOR LINE 31 REFER TO LINE 148 ADDED PER
THIS ADDENDUM.

LINE 36, DELETE: "WITH AUTOMATIC TRANSFER SWITCH", "TRANSFER SWITCH
SHOULD BE RATED AT NO LESS THAN 200 AMPS CONTINUOUS, AT
3-PHASE, 4 WIRE, 120/240 VOLTS." AND "STATE ATS MODEL
NUMBER:_____".

FOR AUTOMATIC TRANSFER SWITCH FOR LINE 36 REFER TO LINE 149 ADDED PER
THIS ADDENDUM.

LINE 41, DELETE: "WITH AUTOMATIC TRANSFER SWITCH", "TRANSFER SWITCH
SHOULD BE RATED AT NO LESS THAN 300 AMPS CONTINUOUS, AT
1-PHASE, 3 WIRE, 120/240 VOLTS." AND "STATE ATS MODEL
NUMBER:_____".

FOR AUTOMATIC TRANSFER SWITCH FOR LINE 41 REFER TO LINE 150 ADDED PER
THIS ADDENDUM.

LINE 46, DELETE: "WITH AUTOMATIC TRANSFER SWITCH", "TRANSFER SWITCH
SHOULD BE RATED AT NO LESS THAN 300 AMPS CONTINUOUS, AT
3-PHASE, 4 WIRE, 120/240 VOLTS." AND "STATE ATS MODEL
NUMBER:_____".

FOR AUTOMATIC TRANSFER SWITCH FOR LINE 46 REFER TO LINE 151 ADDED PER
THIS ADDENDUM.

LINE 51, DELETE: "WITH AUTOMATIC TRANSFER SWITCH", "TRANSFER SWITCH
SHOULD BE RATED AT NO LESS THAN 600 AMPS CONTINUOUS, AT
1-PHASE, 3 WIRE, 120/240 VOLTS." AND "STATE ATS MODEL
NUMBER:_____".

FOR AUTOMATIC TRANSFER SWITCH FOR LINE 51 REFER TO LINE 152 ADDED PER
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THIS ADDENDUM.

LINE 56, DELETE: "WITH AUTOMATIC TRANSFER SWITCH", "TRANSFER SWITCH
SHOULD BE RATED AT NO LESS THAN 400 AMPS CONTINUOUS, AT
3-PHASE, 4 WIRE, 120/240 VOLTS." AND "STATE ATS MODEL
NUMBER:_____".

FOR AUTOMATIC TRANSFER SWITCH FOR LINE 56 REFER TO LINE 153 ADDED PER
THIS ADDENDUM.

LINE 61, DELETE: "WITH AUTOMATIC TRANSFER SWITCH", "TRANSFER SWITCH
SHOULD BE RATED AT NO LESS THAN 600 AMPS CONTINUOUS, AT
1-PHASE, 3 WIRE, 120/240 VOLTS." AND "STATE ATS MODEL
NUMBER:_____".

FOR AUTOMATIC TRANSFER SWITCH FOR LINE 61 REFER TO LINE 154 ADDED PER
THIS ADDENDUM.

LINE 66, DELETE: "WITH AUTOMATIC TRANSFER SWITCH", "TRANSFER SWITCH
SHOULD BE RATED AT NO LESS THAN 600 AMPS CONTINUOUS, AT
3-PHASE, 4 WIRE, 120/240 VOLTS." AND "STATE ATS MODEL
NUMBER:_____".

FOR AUTOMATIC TRANSFER SWITCH FOR LINE 66 REFER TO LINE 155 ADDED PER
THIS ADDENDUM.

LINE 71, DELETE: "WITH AUTOMATIC TRANSFER SWITCH", "TRANSFER SWITCH
SHOULD BE RATED AT NO LESS THAN 800 AMPS CONTINUOUS, AT
1-PHASE, 3 WIRE, 120/240 VOLTS." AND "STATE ATS MODEL
NUMBER:_____".

FOR AUTOMATIC TRANSFER SWITCH FOR LINE 71 REFER TO LINE 156 ADDED PER
THIS ADDENDUM.

LINE 76, DELETE: "WITH AUTOMATIC TRANSFER SWITCH", "TRANSFER SWITCH
SHOULD BE RATED AT NO LESS THAN 600 AMPS CONTINUOUS, AT
3-PHASE, 4 WIRE, 120/240 VOLTS." AND "STATE ATS MODEL
NUMBER:_____".

FOR AUTOMATIC TRANSFER SWITCH FOR LINE 76 REFER TO LINE 157 ADDED PER
THIS ADDENDUM.

LINE 81, DELETE: "WITH AUTOMATIC TRANSFER SWITCH", "TRANSFER SWITCH
SHOULD BE RATED AT NO LESS THAN 600 AMPS CONTINUOUS, AT
1-PHASE, 3 WIRE, 120/240 VOLTS." AND "STATE ATS MODEL
NUMBER:_____".

FOR AUTOMATIC TRANSFER SWITCH FOR LINE 81 REFER TO LINE 158 ADDED PER
THIS ADDENDUM.

LINE 86, DELETE: "WITH AUTOMATIC TRANSFER SWITCH", "TRANSFER SWITCH
SHOULD BE RATED AT NO LESS THAN 600 AMPS CONTINUOUS, AT
3-PHASE, 4 WIRE, 120/240 VOLTS." AND "STATE ATS MODEL
NUMBER:_____".

FOR AUTOMATIC TRANSFER SWITCH FOR LINE 86 REFER TO LINE 159 ADDED PER
THIS ADDENDUM.

LINE 91, DELETE: "WITH AUTOMATIC TRANSFER SWITCH", "TRANSFER SWITCH
SHOULD BE RATED AT NO LESS THAN 1000 AMPS CONTINUOUS,
AT 3-PHASE, 4 WIRE, 277/480 VOLTS." AND "STATE ATS
MODEL NUMBER:_____".

FOR AUTOMATIC TRANSFER SWITCH FOR LINE 91 REFER TO LINE 160 ADDED PER
THIS ADDENDUM.
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LINE 96, DELETE: "WITH AUTOMATIC TRANSFER SWITCH", "TRANSFER SWITCH
SHOULD BE RATED AT NO LESS THAN 200 AMPS CONTINUOUS, AT
1-PHASE, 3 WIRE, 120/240 VOLTS." AND "STATE ATS MODEL
NUMBER:_____".

FOR AUTOMATIC TRANSFER SWITCH FOR LINE 96 REFER TO LINE 161 ADDED PER
THIS ADDENDUM.

LINE 100, DELETE: "WITH AUTOMATIC TRANSFER SWITCH", "TRANSFER SWITCH
SHOULD BE RATED AT NO LESS THAN 200 AMPS CONTINUOUS, AT
3-PHASE, 4 WIRE, 120/240 VOLTS." AND "STATE ATS MODEL
NUMBER:_____".

FOR AUTOMATIC TRANSFER SWITCH FOR LINE 100 REFER TO LINE 162 ADDED PER
THIS ADDENDUM.

LINE 104, DELETE: "WITH AUTOMATIC TRANSFER SWITCH", "TRANSFER SWITCH
SHOULD BE RATED AT NO LESS THAN 300 AMPS CONTINUOUS, AT
1-PHASE, 3 WIRE, 120/240 VOLTS." AND "STATE ATS MODEL
NUMBER:_____".

FOR AUTOMATIC TRANSFER SWITCH FOR LINE 104 REFER TO LINE 163 ADDED PER
THIS ADDENDUM.

LINE 108, DELETE: "WITH AUTOMATIC TRANSFER SWITCH", "TRANSFER SWITCH
SHOULD BE RATED AT NO LESS THAN 300 AMPS CONTINUOUS, AT
3-PHASE, 4 WIRE, 120/240 VOLTS." AND "STATE ATS MODEL
NUMBER:_____".

FOR AUTOMATIC TRANSFER SWITCH FOR LINE 108 REFER TO LINE 164 ADDED PER
THIS ADDENDUM.

LINE 112, DELETE: "WITH AUTOMATIC TRANSFER SWITCH", "TRANSFER SWITCH
SHOULD BE RATED AT NO LESS THAN 600 AMPS CONTINUOUS, AT
1-PHASE, 3 WIRE, 120/240 VOLTS." AND "STATE ATS MODEL
NUMBER:_____".

FOR AUTOMATIC TRANSFER SWITCH FOR LINE 112 REFER TO LINE 165 ADDED PER
THIS ADDENDUM.

LINE 116, DELETE: "WITH AUTOMATIC TRANSFER SWITCH", "TRANSFER SWITCH
SHOULD BE RATED AT NO LESS THAN 400 AMPS CONTINUOUS, AT
3-PHASE, 4 WIRE, 120/240 VOLTS." AND "STATE ATS MODEL
NUMBER:_____".

FOR AUTOMATIC TRANSFER SWITCH FOR LINE 116 REFER TO LINE 166 ADDED PER
THIS ADDENDUM.

LINE 120, DELETE: "WITH AUTOMATIC TRANSFER SWITCH", "TRANSFER SWITCH
SHOULD BE RATED AT NO LESS THAN 800 AMPS CONTINUOUS, AT
1-PHASE, 3 WIRE, 120/240 VOLTS." AND "STATE ATS MODEL
NUMBER:_____".

FOR AUTOMATIC TRANSFER SWITCH FOR LINE 120 REFER TO LINE 167 ADDED PER
THIS ADDENDUM.

LINE 124, DELETE: "WITH AUTOMATIC TRANSFER SWITCH", "TRANSFER SWITCH
SHOULD BE RATED AT NO LESS THAN 600 AMPS CONTINUOUS, AT
3-PHASE, 4 WIRE, 120/240 VOLTS." AND "STATE ATS MODEL
NUMBER:_____".

FOR AUTOMATIC TRANSFER SWITCH FOR LINE 124 REFER TO LINE 168 ADDED PER
THIS ADDENDUM.

LINE 128, DELETE: "WITH AUTOMATIC TRANSFER SWITCH", "TRANSFER SWITCH
SHOULD BE RATED AT NO LESS THAN 600 AMPS CONTINUOUS, AT
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1-PHASE, 3 WIRE, 120/240 VOLTS." AND "STATE ATS MODEL
NUMBER:_____".

FOR AUTOMATIC TRANSFER SWITCH FOR LINE 128 REFER TO LINE 169 ADDED PER
THIS ADDENDUM.

LINE 132, DELETE: "WITH AUTOMATIC TRANSFER SWITCH", "TRANSFER SWITCH
SHOULD BE RATED AT NO LESS THAN 600 AMPS CONTINUOUS, AT
3-PHASE, 4 WIRE, 120/240 VOLTS." AND "STATE ATS MODEL
NUMBER:_____".

FOR AUTOMATIC TRANSFER SWITCH FOR LINE 132 REFER TO LINE 170 ADDED PER
THIS ADDENDUM.

**********************************************************************

ADD LINE 142: AUTOMATIC TRANSFER SWITCH, COMPATIBLE WITH LINE 1. ATS
SHALL BE NO LESS THAN 100 AMPS CONTINUOUS, AT 1-PHASE,
3 WIRE, 120/240 VOLTS.

ATS SHALL INCLUDE A 5 YEAR PARTS AND LABOR WARRANTY.

STATE ATS MODEL NUMBER: _____________

STATE ATS UNIT PRICE: $______________

ADD LINE 143: AUTOMATIC TRANSFER SWITCH COMPATIBLE WITH LINE 6. ATS
SHALL BE NO LESS THAN 100 AMPS CONTINUOUS, AT 3-PHASE
4 WIRE, 120/240 VOLTS.

ATS SHALL INCLUDE A 5 YEAR PARTS AND LABOR WARRANTY.

STATE ATS MODEL NUMBER: _________

STATE ATS UNIT PRICE: $__________

ADD LINE 144: AUTOMATIC TRANSFER SWITCH COMPATIBLE WITH LINE 11. ATS
SHALL BE NO LESS THAN 200 AMPS CONTINUOUS, AT 1-PHASE
3 WIRE, 120/240 VOLTS.

ATS SHALL INCLUDE A 5 YEAR PARTS AND LABOR WARRANTY.

STATE ATS MODEL NUMBER: _________

STATE ATS UNIT PRICE: $__________

ADD LINE 145: AUTOMATIC TRANSFER SWITCH COMPATIBLE WITH LINE 16. ATS
SHALL BE NO LESS THAN 200 AMPS CONTINUOUS, AT 3-PHASE
4 WIRE, 120/240 VOLTS.

ATS SHALL INCLUDE A 5 YEAR PARTS AND LABOR WARRANTY.

STATE ATS MODEL NUMBER: _________

STATE ATS UNIT PRICE: $__________

ADD LINE 146: AUTOMATIC TRANSFER SWITCH COMPATIBLE WITH LINE 21. ATS
SHALL BE NO LESS THAN 200 AMPS CONTINUOUS, AT 1-PHASE
3 WIRE, 120/240 VOLTS.

ATS SHALL INCLUDE A 5 YEAR PARTS AND LABOR WARRANTY.

STATE ATS MODEL NUMBER: _________

STATE ATS UNIT PRICE: $__________
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ADD LINE 147: AUTOMATIC TRANSFER SWITCH COMPATIBLE WITH LINE 26. ATS
SHALL BE NO LESS THAN 200 AMPS CONTINUOUS, AT 3-PHASE
4 WIRE, 120/240 VOLTS.

ATS SHALL INCLUDE A 5 YEAR PARTS AND LABOR WARRANTY.

STATE ATS MODEL NUMBER: _________

STATE ATS UNIT PRICE: $__________

ADD LINE 148: AUTOMATIC TRANSFER SWITCH COMPATIBLE WITH LINE 31. ATS
SHALL BE NO LESS THAN 200 AMPS CONTINUOUS, AT 1-PHASE
3 WIRE, 120/240 VOLTS.

ATS SHALL INCLUDE A 5 YEAR PARTS AND LABOR WARRANTY.

STATE ATS MODEL NUMBER: _________

STATE ATS UNIT PRICE: $__________

ADD LINE 149: AUTOMATIC TRANSFER SWITCH COMPATIBLE WITH LINE 36. ATS
SHALL BE NO LESS THAN 200 AMPS CONTINUOUS, AT 3-PHASE
4 WIRE, 120/240 VOLTS.

ATS SHALL INCLUDE A 5 YEAR PARTS AND LABOR WARRANTY.

STATE ATS MODEL NUMBER: _________

STATE ATS UNIT PRICE: $__________

ADD LINE 150: AUTOMATIC TRANSFER SWITCH COMPATIBLE WITH LINE 41. ATS
SHALL BE NO LESS THAN 300 AMPS CONTINUOUS, AT 1-PHASE
3 WIRE, 120/240 VOLTS.

ATS SHALL INCLUDE A 5 YEAR PARTS AND LABOR WARRANTY.

STATE ATS MODEL NUMBER: _________

STATE ATS UNIT PRICE: $__________

ADD LINE 151: AUTOMATIC TRANSFER SWITCH COMPATIBLE WITH LINE 46. ATS
SHALL BE NO LESS THAN 300 AMPS CONTINUOUS, AT 3-PHASE
4 WIRE, 120/240 VOLTS.

ATS SHALL INCLUDE A 5 YEAR PARTS AND LABOR WARRANTY.

STATE ATS MODEL NUMBER: _________

STATE ATS UNIT PRICE: $__________

ADD LINE 152: AUTOMATIC TRANSFER SWITCH COMPATIBLE WITH LINE 51. ATS
SHALL BE NO LESS THAN 400 AMPS CONTINUOUS, AT 1-PHASE
3 WIRE, 120/240 VOLTS.

ATS SHALL INCLUDE A 5 YEAR PARTS AND LABOR WARRANTY.

STATE ATS MODEL NUMBER: _________

STATE ATS UNIT PRICE: $__________

ADD LINE 153: AUTOMATIC TRANSFER SWITCH COMPATIBLE WITH LINE 56. ATS
SHALL BE NO LESS THAN 400 AMPS CONTINUOUS, AT 3-PHASE
4 WIRE, 120/240 VOLTS.

ATS SHALL INCLUDE A 5 YEAR PARTS AND LABOR WARRANTY.
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STATE ATS MODEL NUMBER: _________

STATE ATS UNIT PRICE: $__________

ADD LINE 154: AUTOMATIC TRANSFER SWITCH COMPATIBLE WITH LINE 61. ATS
SHALL BE NO LESS THAN 600 AMPS CONTINUOUS, AT 1-PHASE
3 WIRE, 120/240 VOLTS.

ATS SHALL INCLUDE A 5 YEAR PARTS AND LABOR WARRANTY.

STATE ATS MODEL NUMBER: _________

STATE ATS UNIT PRICE: $__________

ADD LINE 155: AUTOMATIC TRANSFER SWITCH COMPATIBLE WITH LINE 66. ATS
SHALL BE NO LESS THAN 600 AMPS CONTINUOUS, AT 3-PHASE
4 WIRE, 120/240 VOLTS.

ATS SHALL INCLUDE A 5 YEAR PARTS AND LABOR WARRANTY.

STATE ATS MODEL NUMBER: _________

STATE ATS UNIT PRICE: $__________

ADD LINE 156: AUTOMATIC TRANSFER SWITCH COMPATIBLE WITH LINE 71. ATS
SHALL BE NO LESS THAN 600 AMPS CONTINUOUS, AT 1-PHASE
3 WIRE, 120/240 VOLTS.

ATS SHALL INCLUDE A 5 YEAR PARTS AND LABOR WARRANTY.

STATE ATS MODEL NUMBER: _________

STATE ATS UNIT PRICE: $__________

ADD LINE 157: AUTOMATIC TRANSFER SWITCH COMPATIBLE WITH LINE 76. ATS
SHALL BE NO LESS THAN 600 AMPS CONTINUOUS, AT 3-PHASE
4 WIRE, 120/240 VOLTS.

ATS SHALL INCLUDE A 5 YEAR PARTS AND LABOR WARRANTY.

STATE ATS MODEL NUMBER: _________

STATE ATS UNIT PRICE: $__________

ADD LINE 158: AUTOMATIC TRANSFER SWITCH COMPATIBLE WITH LINE 81. ATS
SHALL BE NO LESS THAN 600 AMPS CONTINUOUS, AT 1-PHASE
3 WIRE, 120/240 VOLTS.

ATS SHALL INCLUDE A 5 YEAR PARTS AND LABOR WARRANTY.

STATE ATS MODEL NUMBER: _________

STATE ATS UNIT PRICE: $__________

ADD LINE 159: AUTOMATIC TRANSFER SWITCH COMPATIBLE WITH LINE 86. ATS
SHALL BE NO LESS THAN 600 AMPS CONTINUOUS, AT 3-PHASE
4 WIRE, 120/240 VOLTS.

ATS SHALL INCLUDE A 5 YEAR PARTS AND LABOR WARRANTY.

STATE ATS MODEL NUMBER: _________

STATE ATS UNIT PRICE: $__________

ADD LINE 160: AUTOMATIC TRANSFER SWITCH COMPATIBLE WITH LINE 91. ATS
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SHALL BE NO LESS THAN 1000 AMPS CONTINUOUS, AT 3-PHASE
4 WIRE, 277/480 VOLTS.

ATS SHALL INCLUDE A 5 YEAR PARTS AND LABOR WARRANTY.

STATE ATS MODEL NUMBER: _________

STATE ATS UNIT PRICE: $__________

ADD LINE 161: AUTOMATIC TRANSFER SWITCH COMPATIBLE WITH LINE 96. ATS
SHALL BE NO LESS THAN 200 AMPS CONTINUOUS, AT 1-PHASE
3 WIRE, 120/240 VOLTS.

ATS SHALL INCLUDE A 5 YEAR PARTS AND LABOR WARRANTY.

STATE ATS MODEL NUMBER: _________

STATE ATS UNIT PRICE: $__________

ADD LINE 162: AUTOMATIC TRANSFER SWITCH COMPATIBLE WITH LINE 100. ATS
SHALL BE NO LESS THAN 200 AMPS CONTINUOUS, AT 3-PHASE
4 WIRE, 120/240 VOLTS.

ATS SHALL INCLUDE A 5 YEAR PARTS AND LABOR WARRANTY.

STATE ATS MODEL NUMBER: _________

STATE ATS UNIT PRICE: $__________

ADD LINE 163: AUTOMATIC TRANSFER SWITCH COMPATIBLE WITH LINE 104. ATS
SHALL BE NO LESS THAN 300 AMPS CONTINUOUS, AT 1-PHASE
3 WIRE, 120/240 VOLTS.

ATS SHALL INCLUDE A 5 YEAR PARTS AND LABOR WARRANTY.

STATE ATS MODEL NUMBER: _________

STATE ATS UNIT PRICE: $__________

ADD LINE 164: AUTOMATIC TRANSFER SWITCH COMPATIBLE WITH LINE 108. ATS
SHALL BE NO LESS THAN 300 AMPS CONTINUOUS, AT 3-PHASE
4 WIRE, 120/240 VOLTS.

ATS SHALL INCLUDE A 5 YEAR PARTS AND LABOR WARRANTY.

STATE ATS MODEL NUMBER: _________

STATE ATS UNIT PRICE: $__________

ADD LINE 165: AUTOMATIC TRANSFER SWITCH COMPATIBLE WITH LINE 112. ATS
SHALL BE NO LESS THAN 600 AMPS CONTINUOUS, AT 1-PHASE
3 WIRE, 120/240 VOLTS.

ATS SHALL INCLUDE A 5 YEAR PARTS AND LABOR WARRANTY.

STATE ATS MODEL NUMBER: _________

STATE ATS UNIT PRICE: $__________

ADD LINE 166: AUTOMATIC TRANSFER SWITCH COMPATIBLE WITH LINE 116. ATS
SHALL BE NO LESS THAN 400 AMPS CONTINUOUS, AT 3-PHASE
4 WIRE, 120/240 VOLTS.

ATS SHALL INCLUDE A 5 YEAR PARTS AND LABOR WARRANTY.

STATE ATS MODEL NUMBER: _________
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STATE ATS UNIT PRICE: $__________

ADD LINE 167: AUTOMATIC TRANSFER SWITCH COMPATIBLE WITH LINE 120. ATS
SHALL BE NO LESS THAN 600 AMPS CONTINUOUS, AT 1-PHASE
3 WIRE, 120/240 VOLTS.

ATS SHALL INCLUDE A 5 YEAR PARTS AND LABOR WARRANTY.

STATE ATS MODEL NUMBER: _________

STATE ATS UNIT PRICE: $__________

ADD LINE 168: AUTOMATIC TRANSFER SWITCH COMPATIBLE WITH LINE 124. ATS
SHALL BE NO LESS THAN 600 AMPS CONTINUOUS, AT 3-PHASE
4 WIRE, 120/240 VOLTS.

ATS SHALL INCLUDE A 5 YEAR PARTS AND LABOR WARRANTY.

STATE ATS MODEL NUMBER: _________

STATE ATS UNIT PRICE: $__________

ADD LINE 169: AUTOMATIC TRANSFER SWITCH COMPATIBLE WITH LINE 128. ATS
SHALL BE NO LESS THAN 600 AMPS CONTINUOUS, AT 1-PHASE
3 WIRE, 120/240 VOLTS.

ATS SHALL INCLUDE A 5 YEAR PARTS AND LABOR WARRANTY.

STATE ATS MODEL NUMBER: _________

STATE ATS UNIT PRICE: $__________

ADD LINE 170: AUTOMATIC TRANSFER SWITCH COMPATIBLE WITH LINE 132. ATS
SHALL BE NO LESS THAN 600 AMPS CONTINUOUS, AT 3-PHASE
4 WIRE, 120/240 VOLTS.

ATS SHALL INCLUDE A 5 YEAR PARTS AND LABOR WARRANTY.

STATE ATS MODEL NUMBER: _________

STATE ATS UNIT PRICE: $__________

**********************************************************************

PAGE 9 SECTION 10
CURRENTLY READS: GENERAL: THESE SPECIFICATIONS DESCRIBE THE MINIMUM

REQUIREMENTS FOR DIESEL & NATURAL GAS GENERATORS
W/AUTOMATIC TRANSFER.

CHANGE TO READ: GENERAL: THESE SPECIFICATIONS DESCRIBE THE MINIMUM
REQUIRMENTS FOR DIESEL & NATURAL GAS GENERATORS.

PAGE 18 SECTION 16 "AWARD OF CONTRACT:" CURRENTLY READS:
AWARD OF CONTRACT: IT IS THE STATE OF LOUISIANA'S INTENTION TO AWARD
THIS CONTRACT ON A GROUPED BASIS AS LISTED BELOW.
LINES 1-5, 6-10, 11-15, 16-20, 21-25, 26-30, 31-35, 36-40, 41-45,
46-50, 51-55, 56-60, 61-65, 66-70, 71-75, 76-80, 81-85, 86-90, 91-95,
96-99, 100-103, 104-107, 108-111, 112-115, 116-119, 120-123, 124-127,
128-131, AND 132-135.

PAGE 18 SECTION 16 "AWARD OF CONTRACT:" CHANGE TO READ:
AWARD OF CONTRACT: IT IS THE STATE OF LOUISIANA'S INTENTION TO AWARD
THIS CONTRACT ON A GROUPED BASIS AS LISTED BELOW.
LINES 1-5 & 142, 6-10 & 143, 11-15 & 144, 16-20 & 145, 21-25 & 146,
26-30 & 147, 31-35 & 148, 36-40 & 149, 41-45 & 150, 46-50 & 151,
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51-55 & 152, 56-60 & 153, 61-65 & 154, 66-70 & 155, 71-75 & 156,
76-80 & 157, 81-85 & 158, 86-90 & 159, 91-95 & 160, 96-99 & 161,
100-103 & 162, 104-107 & 163, 108-111 & 164, 112-115 & 165, 116-119
& 166, 120-123 & 167, 124-127 & 168, 128-131 & 169, AND 132-135 & 170

**********************************************************************

VENDOR INQUIRY: DOES THE TRANSFER SWITCH AND THE GENERATOR HAVE TO BE
THE SAME MANUFACTURER OR DO THE TWO JUST HAVE TO BE COMPATIBLE?

RESPONSE: THEY DO NOT HAVE TO BE MADE BY THE SAME MANUFACTURER, BUT
THEY MUST BE COMPATIBLE.

VENDOR INQUIRY: IS FREIGHT TO THE FINAL DESTINATION TO BE INCLUDED AS
STATED IN PAGE 2 #18?

RESPONSE: YES

VENDOR INQUIRY: IS INSTALLATION OR START UP TO BE INCLUDED IN THE UNIT
PRICING OF THE GENERATORS?

RESPONSE: INSTALLATION IN NOT INCLUDED. START UP IS INCLUDED AS STATED
ON PAGE 16 "CHECK OUT & START UP" SECTION.

VENDOR INQUIRY: DO ALL PRICES HAVE TO BE FROM A SINGLE MANUFACTURER,
OR CAN THERE BE MULTIPLE MANUFACTURERS?

RESPONSE: IT IS NOT REQUIRED THAT PRICING BE FROM A SINGLE
MANUFACTURER.

VENDOR INQUIRY: REQUEST TANK SIZES TO BE CHANGED TO BE MEASURED IN
RUN TIME.

RESPONSE: FUEL TANK SPECIFICATIONS WILL REMAIN AS SPECIFIED.

VENDOR INQUIRY: DOES THE COMPANY BIDDING HAVE TO HAVE BEEN IN BUSINESS
FOR 5 YEARS OR THE MANUFACTURER?

RESPONSE: IT IS THE MANUFACTURER AS STATED IN "MANUFACTURER
QUALIFICATION:" SECTION ON PAGE 10.

VENDOR INQUIRY: AT WHAT DISTANCE ARE SOUND LEVELS MEASURED?

RESPONSE: 7 METERS

**********************************************************************

THIS ADDENDUM IS HEREBY OFFICIALLY MADE A PART OF THE REFERENCED
SOLICITATION.

ACKNOWLEDGEMENT: IF YOU HAVE ALREADY SUBMITTED YOUR BID
AND THIS ADDENDUM DOES NOT CAUSE YOU TO REVISE YOUR BID, YOU
SHOULD ACKNOWLEDGE RECEIPT OF THIS ADDENDUM BY IDENTIFYING YOUR
BUSINESS NAME AND BY SIGNING WHERE INDICATED. YOU MAY RETURN
THIS ACKNOWLEDGEMENT BY MAIL TO: OFFICE OF STATE PURCHASING, POST
OFFICE BOX 94095 BATON ROUGE, LA 70804-9095 BY HAND DELIVERY TO:
OFFICE OF STATE PURCHASING 1201 N. THIRD STREET CLAIBORNE BUILDING
SUITE 2-160 BATON ROUGE, LA 70802 OR BY FAX TO:
(225) 342-8688. THE STATE RESERVES THE RIGHT TO REQUEST A COMPLETED
ACKNOWLEDGEMENT AT ANY TIME. FAILURE TO EXECUTE AN ACKNOWLEDGEMENT
SHALL NOT RELIEVE THE BIDDER FROM COMPLYING WITH THE TERMS OF ITS BID.

ADDENDUM ACKNOWLEDGED / NO CHANGES:

FOR: _____________________ BY: ____________________
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REVISION: IF YOU HAVE ALREADY SUBMITTED YOUR BID AND THIS
ADDENDUM REQUIRES YOU TO REVISE YOUR BID, YOU MUST INDICATE ANY
CHANGE(S) BELOW. IDENTIFY YOUR BUSINESS NAME AND SIGN WHERE SHOWN.
REVISIONS SHALL BE DELIVERED PRIOR TO BID OPENING IN A SEALED ENVELOPE
MARKED WITH THE FILE NUMBER AND THE BID OPENING DATE AND TIME EITHER
BY MAIL TO: OFFICE OF STATE PURCHASING, POST OFFICE BOX 94095,
BATON ROUGE, LA 70804-9095, OR BY HAND DELIVERY TO: OFFICE OF STATE
PURCHASING 1201 NORTH THIRD STREET CLAIBORNE BUILDING, SUITE 2-160
BATON ROUGE, LA 70802, OR BY FAX TO: 225-342-8688. ELECTRONIC
TRANSMISSIONS OTHER THAN BY FAX ARE NOT BEING ACCEPTED AT THIS TIME.

REVISIONS RECEIVED AFTER BID OPENING SHALL NOT BE CONSIDERED AND YOU
SHALL BE HELD TO YOUR ORIGINAL BID.

REVISION:
_________________________________________________________________

_________________________________________________________________

_________________________________________________________________

FOR: ____________________ BY: _____________________


